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UPS-GCC-13AA-1

(2) 30amp/110V - L530R for each rack from each power source
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Console
table

(2) 20amp/110V - 520R for console for each power source

(16) Mover nodes per rack

(4) power controllers per rack

Power panel from 1000KVA UPS

Up to 10 racks
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